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EG PSH structure 
Chair: ENTSO-E, Ralph Pfeiffer

Vice-Chair: VGB, Klaus Oberhauser

Public space Internal EG space

The ToR/Annex has been updated 

to include Phase 2 activities

https://www.entsoe.eu/network_codes/cnc/expert-groups/
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EG PSH meetings

• 07 November 2019 kick off 

webinar

• 19 November 2019, webinar

• 11 December 2019, webinar

• 18 listed members

• 7 different representative organizations + 1 invited expert

• ~50% participation of members in the web/meetings

• >80% participation of organizations in the web/meetings

• Continued good collaboration among the members, with useful discussions and presentations 

• Good input in accordance with agreed actions

• Common space (SharePoint) and emails are used to provide inputs – recommendation to use 

SharePoint as much as possible

• Workplan continues as agreed to meet timeline
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EG PSH – from phase 1 to phase 2
• In phase one, EG PSH has assessed the applicability and technical feasibility of the RfG requirement for

PSH power generating modules.

• As a result, EG PSH concludes, that the RfG requirements cannot be applied in their generality, but a

distinction needs to be made between typical PSH technologies and operation modes.

• EG PSH shares a common view on the possibilities and limitations of PSH power generating modules,

which is described in the report on phase one.

• In phase two, EG PSH is tasked to draft precise text proposal for amending the RfG requirements to

adequately take into consideration the PSH specificities together with underlying technical justifications

as per the phase one report.

• The outcomes of phase two will be documented in a report.

• This phase two work shall be based on the assumptions, that requirements for PSH power generating

modules shall be covered by RfG for all three operation modes (turbine, pumping, synchronous

compensation)
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EG PSH – Work progress 1/2

• The final report of phase 1 has still been subject to further improvements and clarifications – recently

approved by the EG members

• The work is now focused on a draft list of relevant amendment proposals which aims at reflecting all the

exclusions (technology limitations) of each PSH technology and for each operating mode.
• Pump-storage power-generating modules with fixed speed pumps and single shaft ternary machines shall be

considered as synchronous power generating modules
• Pump-storage power-generating modules with variable speed pumps shall be considered as power park

modules, except for doubly-fed induction machines, to which the parameters of Table 3.1 or Table 7.1 shall
apply to define the voltage-against-time profile with regard to fault-ride-through capability

• The requirements of this regulation, that apply to pump-storage power-generating modules in pumping mode
and concern active power, apply to the same extent to active power generation as to active power
consumption

• To pump-storage power-generating modules with fixed speed pumps in pumping operation mode and
synchronous compensation operation mode, Articles 13(2), 13(3), 13(4), 13(5), 13(7)(b), 14(2), 15(2), 15(5)(a),

15(5)(b), 15(5)(c) and 15(6)(e) shall not apply.
• To pump-storage power-generating modules with single shaft ternary machines in pumping operation mode,

Articles 13(4), 13(5), 15(5)(a), 15(5)(b) and 15(5)(c) shall not apply. In addition, Articles 13(2), 13(3), 13(7)(b), 14(2),
15(2), and 15(6)(e) shall not apply, if only pumps are operated.
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EG PSH – Work progress 2/2

• To pump-storage power-generating modules with single shaft ternary machines in synchronous compensation

operation mode, Articles 13(2), 13(3), 13(4), 13(5), 13(7)(b), 14(2), 15(2), 15(5)(a), 15(5)(b), 15(5)(c) and 15(6)(e) shall not

apply.

• To pump-storage power-generating modules with variable speed pumps in pumping operation mode, Articles 13(4),

13(5), 15(5)(a), 15(5)(b) and 15(5)(c) shall not apply.

• To pump-storage power-generating modules with variable speed pumps in synchronous compensation operation
mode, Articles 13(2), 13(3), 13(4), 13(5), 13(7)(b), 14(2), 15(2), 15(5)(a), 15(5)(b), 15(5)(c) and 15(6)(e) shall not apply.


